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Abstract—With the advent of Cloud Computing, the size of
datacenters is ever increasing and the management of servers
and their power consumption and heat production have become
challenges. The management of the heat produced by servers
has been experimentally less explored than the management of
their power consumption. It can be partly explained by the
lack of a public testbed that provides reliable access to both
thermal and power metrics of server rooms. In this article,
we propose SeDuCe, a testbed that targets research on energy
and thermal management of servers, by providing public access
to precise data about the power consumption and the thermal
dissipation of 48 servers integrated in Grid’5000 as the new
ecotype cluster. We present the chosen software and hardware
architecture for the first version of the SeDuCe testbed, and
propose some improvements that will increase its relevance.
Keywords–Datacenters; Scientific testbed; Thermal manage-
ment; Power management; Green computing.
I. INTRODUCTION
The advent of web sites with a global audience and the de-
mocratization of Cloud Computing have led to the construction
of datacenters all over the world. Datacenters are facilities that
concentrate from a few servers up to hundreds of thousands of
servers hosted in rooms specially designed to provide energy
and cooling for the servers. These facilities are widely used for
applications from web services to High Perfomance Computing
(HPC).
In recent years, the size of datacenters is ever increas-
ing, which leads to new challenges such as designing fault
tolerant software to manage at large scale the servers and
energy management of server rooms. On the latter challenge,
many research efforts have been conducted [1] [2], most of
them focusing on the implementation of on demand power
management systems, such as DVFS [3] [4] and VOVO [5]
[6]. Some work has been made to extend existing scientific
testbeds with power monitoring of experiments: for example
Kwapi [7] enables researchers to track the power consumption
of their experiments conducted on Grid’5000.
On the other hand, the thermal management of servers
has been less explored, a large part of the existing work
considering only simulations [8]. This can be explained, partly,
by the difficulty of conducting experiments involving thermal
monitoring of servers: to ensure that the data recorded ex-
perimentally is valid, experimentions must be conducted on
a testbed that contains many temperature sensors, not only
positioned on cooling systems, but also at the front and the
back of each server of the racks.
In addition, such a testbed must enable reproducible ex-
perimentations, by providing its users with a full control on
experimental conditions like setting the temperature of the
environment of their experiments and by exposing its data in a
non misleading way, via a well documented API (Application
Programming Interface).
Finally, as power management and temperature manage-
ment of servers are related problems [9], there is a need for a
testbed that enables users to access to both thermal and power
data of servers.
As far as we know, there is no public testbed that enables
researchers to work on both energy and thermal aspects of
servers functionning. The objective of the SeDuCe project is
to propose such a testbed: the SeDuCe testbed enables its
users to use, in the context of the new ecotype cluster of the
Grid’5000 infrastructure [10], 48 servers located in 5 airtight
racks with a dedicated central cooling system (CCS) positioned
inside one of the rack. In parallel of conducting the experiment
by leveraging the tools provided by Grid’5000, users can get
access to thermal and power data of the testbed via a web
portal and a user-friendly API. The stability of experimental
conditions is guaranteed by hosting the testbed in a dedicated
room equipped with a secondary cooling system (SCS) that
enables a precise thermo-regulation of the environment outside
the cluster. As resources of the testbed are made publicly
available via the Grid’5000 infrastructure, all its users are
able to perform reproducible research on thermal and power
management of servers.
II. TESTBED DESIGN
A. Ecotype: a Grid’5000 cluster dedicated to the study of
power and thermal management of servers
In [11], we introduced our initial work on the ecotype
cluster: we have builded the “ecotype” cluster, which contains
48 servers, and is integrated in the Grid’5000 infrastructure:
any Grid’5000 user can reserve servers of the ecotype cluster
and conduct experiments on them by using the usual Grid’5000
tools. The testbed is designed for research related to power
and thermal management in datacenters: during an experiment,
a user can access in real time to information regarding the
temperature of the servers involved in its experiment, and get
the power consumption of any parts of the testbed (servers,
switches, cooling systems, etc.), or control some parameters of
the testbed, such as setting temperature targets for the cooling
systems of the cluster.
Servers of the ecotype cluster are based on DELL Pow-
erEdge R630 and contains a pair of Intel Xeon E5-2630L v4
CPUs (10 cores, 20 threads per CPU), 128GB of RAM, and
400GB SSD. The CPUs have been designed to have a lower
power consumption than other CPUs of the XEON 26XX serie,
with a Thermal Design Power (TDP) of 55W. Each server
is connected via two 10GBe links to the Grid’5000 produc-
tion network, and via a single 1GBe link to the Grid’5000
management network. For instance, the Grid’5000 production
network is used for transferring the disk images required to
deploy an experiment or to support communications between
experimental components, while the management network is
mainly used by the Grid’5000 backend to communicate with
management cards of servers to turn them on and off. Addition-
ally, each server is certified to work in hot environments where
temperature can be up to 35°C. These hardware specifications
will enable users to perform experiments at different levels of
temperature.
The cluster is composed of 5 air-tights racks (Z1, Z2, Z3,
Z4, Z5) based on the Schneider Electric IN-ROW model. These
air-tights racks are equipped with Plexiglas doors, and create
a separation between the air inside the racks and the air from
outside the racks. As shown on Figure 1, one rack (Z3) is
used for the cooling the cluster by hosting a dedicated central
cooling system (CCS), while remaining racks are computing
racks and are dedicated to hosting servers. The racks are
connected and form two alleys: a cold alley at the front of
servers and a hot alley at their back.
As depicted by Figure 1, each computing rack hosts 12
servers, and is organized following two layouts of server posi-
tions: one layout where servers are organised in a concentrated
way with no vertical space between servers (Z1 and Z2), and
a second layout where servers are spaced at 1U intervals (Z4
and Z5).
We have deliberately chosen to use these two layouts: they
will enable users to study the impact of the server density over
the temperature and the power consumption of servers.
In addition to the servers, the cluster also contains three
network switches that are in charge of connecting servers to
the production network and the management network of the
Grid’5000 infrastructure. Three racks (Z2, Z4, Z5) are hosting
each one a network switch.
The 5 racks of the cluster are based on Schneider Electric
IN-ROW racks. This rack model creates an inside airtight
environment for servers, and guarantees that the environment
outside the cluster has a limited impact on temperatures inside
the racks. The temperature inside the cluster is regulated by
the CCS, which is connected to a dedicated management
network and implements an SNMP service that enables to
remote control the cooling and to access its operating data.
The CCS has several temperature sensors located at different
parts of the racks, which are in charge of checking that
the temperature inside racks is under a specified temperature
threshold. It is possible to change the temperature that the
CCS have to maintain inside the racks (Cooling Temperature
Target parameter), and also change the temperature of the air
injected by the CCS in the cold aisle (Air supply Temperature
Target parameter). This will, in addition to the fact that servers
have been designed to work in hot environments, enable users
perform their experiments at several levels of temperature.
Regarding the temperature outside the cluster, it is regu-
lated by a Secondary Cooling System (SCS) which is mounted
from the ceiling of the server room: the SCS is in charge of
maintaining a constant temperature in the server room, and
thus it prevents any event outside the racks to disturb the
experiments that are conducted on the SeDuCe testbed.
Finally, we have installed several “Airflow management
panels” between each pair of servers: they improve the cooling
efficiency by preventing the mixing of cold air and hot air
inside the racks.
Figure 1. Layout of the ecotype cluster (front view)








Figure 2. Back view of a server rack
B. Power Monitoring
The power consumption of each element composing the
cluster (servers, network switches, cooling fans, condensators,
...) is monitored and stored in a database, at a frequency of
one hertz (one record per second).
Electrical plugs of servers and network switches are con-
nected to power distribution units (PDUs), which are in charge
of ensuring that servers and network switches can meet their
power needs. Each computing racks contains two PDUs, and
each server of a computing rack has two electrical plugs.
As depicted in Figure 2, the two electrical plugs of a server
are connected to two different PDUs, which enables servers
to implement electrical redundancy. In turn, the PDUs share
power consumption of servers and network switches via a
dedicated service network: the power consumption of each
power plug can be fetched by issuing an SNMP request to
the PDU to which it is connected. In turn, the PDU provides
the power consumption of each of its outlets.
The energy consumption of the CCS can similarly be
fetched via SNMP requests: the CCS implements a SNMP
service which is able to provide the overall power consumption
and the power consumption of each of its internal part such as
the condensator or the fans. On the other hand, the SCS does
not implement any built-in networking access, and thus cannot
share its metrics with any component over a network. To solve
this problem, we instrumented several parts of the SCS by
using a Fluksometer 1: a Fluksometer is a connected device
that can monitor several electrical metrics (power consumption,
voltage, amperage, ...) and expose their values over a network
via a web-service at a frequency of one hertz.
Finally, we have added an additional system that tracks
overall power consumption of servers, switches and the CCS.
This additional system is based on the Socomec G50 metering
board 2, and enables to check the soundness of the aforemen-
tioned source of power consumption. These additional metrics
are fetched by using the modbus protocol.
C. Temperature Monitoring
To track the thermal behavior of the ecotype cluster, each
server is monitored by a pair of temperature sensors: one
sensor is positioned at the front of the server (in the cold aisle)
and another sensor is positioned at the back of the server (in
the hot aisle).
As depicted by Figure 2, each temperature sensor is part
of a bus (based on the 1wire protocol) connected to a Scanner
(based on an Arduino that implements wifi communication) in
charge of gathering data produced by temperature sensors of
the bus. As the front and the back of each server is monitored
by temperature sensors, each computing rack has in total two
Scanners and two buses: a front bus for monitoring the cold
aisle and a back bus dedicated to the hot aisle. Scanners fetch
temperatures from their sensors at a frequency of one reading
per sensor every second.
Temperature sensors are based on the DS18B20 sensor
produced by “Maxim Integrated” 3 that costs approximately
3$ per sensor. According to the specifications provided by
the constructor, the DS18B20 is able to provide a temperature
reading every 750ms with a precision of 0.5°C between -10
°C and 85 °C.
The choice of the DS18B20 has been motivated by the fact
that the DS18B20 sensor is able to work as part of an 1wire
bus. In the context of the SeDuCe infrastructure, 12 DS18B20
sensors are connected together to form an 1wire bus, and a
Scanner, based on an nodeMCU arduino with built-in wifi
capabilities, fetches periodically their temperature readings.





an 1wire bus every second, and then pushes temperature data
to a Temperature Registerer service, as illustrated in Figure 3.
We also developed a contextualisation tool to generate
firmwares for the Scanners. It leverages the PlatformIO frame-
work 4 to program a Scanner that pushes data to a web-
service. Using this contextualisation tool is simple: a developer
needs to define a program template in a language close to
C language and marks some parts of code with special tags
to indicate that these parts need to be contextualized with
additional information, such as initializing a variable with the
ID of a Scanner device or with the address of a remote web-
service (such as the one that will receive temperature records).
The contextualisation tool takes this program and a context as
input parameters, analyses the template program, and com-
pletes parts that requires contextualisation with information
provided in the context, which results in valid C language
source file. Then, the firmware is compiled and automatically
uploaded to Scanners via their serial ports. By leveraging this
contextualisation tool, we can remotely configure Scanners and













Figure 3. Architecture of the SeDuCe portal
To help users to easily access power and thermal metrics
generated by the SeDuCe testbed, we developed a platform
that exposes publicly two components: a web portal 5 and a
documented API 6.
As illustrated by Figure 3, the web portal and the API fetch
data from a time series database (TSDB) based on InfluxDB 7.
InfluxDB enables to store a large quantity of immutable time
series data in a scalable way. In the background, InfluxDB
creates aggregates of data by grouping periodically data from
a same series. These aggregated sets of data enable the web
portal to promptly load data used for visualization.
Two kind of components are in charge of inserting data
in the database : the Power consumption crawlers and the
Temperature Registerer. Power consumption crawlers are pro-
grams that are in charge of polling data from PDUs, Socomecs,
Flukso, the CCS and the SCS. In turn, this data is inserted in
the database. On the other hand, the Temperature Registerer
is a web service that receives temperature data pushed from





The web portal and the API are both written in Python
and leverage the “Flask” micro web framework 8. The API
component makes an extensive use of the Swagger framework
9 which automatises the generation of complete REST web
services and their documentations from a single description
file (written in JSON or YAML). This choice has enabled us
to focus on the definition and the implementation of the API,
by reducing the quantity of required boilerplate code.
All the components depicted in Figure 3 are implemented
as micro-services. Our system is able to register 200 metrics
per seconds with minimal hardware requirements (it is cur-
rently hosted on a single computer). In the case we add more
sensors to our testbed, it is likely that the existing components
would be sufficient. In the case that one of the component
would not be able to cope with the additional workload, it
would be easy to setup an high availability approach by using
a load balancer such as NGINX that would forward requests
to a pool of instances of the component.
III. EXPERIMENTATION
To illustrate the potential of the SeDuCe platform, we
conducted two experiments that mix energetic and thermal
monitoring. The objective of the first experiment was to
reproduce a known scientific result by using both temperature
and power data from the SeDuCe testbed, while the objective
of the second experiment was to study the impact of parameters
of the CCS over the overall power consumption.
A. First experiment: studying the impact of idle servers on
cooling
The goal of this first experiment is to verify that the data
produced by the SeDuCe testbed is reliable, by designing
an experiment that will use both the thermal and the power
data produced by the testbed. These data would be used to
reproduce a scientifically validated observation, such as the
impact of idle servers on the power consumption and the
temperature of a server room. Such experiment has been
conducted in the past [9], however as far as we know there is no
public testbed that would enable researchers to reproduce this
result: by reproducing this result on the SeDuCe testbed, we
think that it would demonstrate the soundness of our approach
and the usefulness of our testbed.
1) Description of the experiment: To illustrate the scientific
relevance of our testbed, we wanted to reproduce the observa-
tions made by third party publication [9].
In [9], authors have highlighted an interesting fact: in a
datacenter idle servers (i.e. servers that are turned on while not
being used to execute any workload) have a significant impact
on power consumption and heat production. We decided to try
to reproduce this observation.
For this experiment, servers of the ecotype cluster are
divided in three sets of servers:
• Active servers: servers with an even number (ecotype-
2, ecotype-4, ..., ecotype-48) were executing a bench-
mark that generates a CPU intensive workload.
• Idle servers: a defined quantity (0, 6, 12, 18, 24
servers) of servers with an odd number (ecotype-1,
ecotype-3, ..., ecotype-47) was remaining idle.
8http://flask.pocoo.org/
9https://swagger.io/
• Turned-off servers: remaining servers were electrically
turned off.
and during one hour we recorded the power consumption
of the CCS and the average temperature in the hot aisle of the
ecotype cluster. The CPU intensive workload was based on the
“sysbench” tool : the goal was to stress CPUs of each servers,
resulting in an important power consumption and a bigger
dissipation of heat. To guarantee the statistical significance
of the measurements, each experimental configuration was
repeated 5 times, leading to a total number of 25 experiments.
We executed two sets of experiments: one with the SCS
turned-on (Figure 4) and the other while the SCS was turned
off (Figure 5). The objective of turning off the SCS was to
identify the impact of the SCS over the CCS.
2) Results: Figure 4 plots the cumulated power consump-
tion of the CCS and the average temperature in the hot aisle
of the cluster with the SCS enabled.
First, it is noticeable that as the number of idle nodes
increases, both the energy consumed by the SCS and the
temperature in the hot aisle of the rack increase. This can be
explained by the fact that an idle node consumes some energy
and produces some heat, which increases the workload of the
CCS.
The second element highlighted by Figure 4 is that the
impact of idle nodes is not linear: the red line representing
the CCS consumption follows an exponential pattern and the
blue line representing the average temperature in the hot aisle
follows a sigmoid pattern. The exponential pattern of the power
consumption of the CCS can be explained by the fact that
the heat produced by a given server has an impact on the
temperature of surrounding servers, thus creating hot spots
in the the cluster. The CCS has it own monitoring of the
temperature of servers thanks to many temperature sensors
located in the racks (these sensors are independent to the ones
we installed on the buses). These hot spots are detected by
some of the many temperature sensors of the CCS and this
leads to an activation of the CCS to reduce the temperature of
hot spots to the temperature target configured in the CCS. The
more the number of idle servers increases, the more the CCS
must be activated to maintain its temperature target. On the
other hand, the sigmoid pattern of the average temperature in
the hot aisle is explained by the fact that when the number of
idle servers is higher than 12, the functionning of the CCS is
more intensive and thus the additional production of heat by
server is absorbed by the CCS, and thus the average is growing
at a slower rate.
Figure 5 plots the cumulated power consumption of the
CCS and the average temperature in the hot aisle of the cluster
while the SCS is disabled. This figure highlights that the power
consumption of the CCS is lower when the SCS is disabled.
This can be explained by the fact that the SCS was configured
to maintain a temperature of 19 °C in the outside room, which
is close to the maximum temperatures in the cold aisle: as the
SCS does not cool down enough the outside air, by means of
thermal conduction, it warms the temperature inside the racks.
As a consequence, it increases the needs in term of cooling
inside the cluster, leading to an higher power consumption of
the CCS.
This experimental campaign has shown that idle servers
have an important impact on the power consumption of cooling
systems and overall racks temperature, thus it confirms the
observation made in this publication [9].
Figure 4. Central cooling consumption and average temperature in the hot
aisle (SCS enabled)
Figure 5. Central cooling consumption and average temperature in the hot
aisle (SCS disabled)
B. Second experiment: Finding the optimum cooling parame-
ters for the CCS
1) Description of the experiment: The CCS is based on the
Schneider Electric IN-ROW cooling system. The functioning
of this cooling system can be customised by changing several
parameters, such as:
• Cooling Temperature Target: corresponds to the tem-
perature that the CCS tries to maintain inside the
racks.
• Air supply Temperature Target: corresponds to the
temperature of the air supplied by the CCS to the cold
aisle.
In this second experiment, the impact of these two param-
eters is studied, in order to understand which combination of
these two variables would lead to an optimal power consump-
tion of the CCS. The experimental protocol of this second
experiment is very similar to the one described in Section
III-A1 as nodes where divided in two sets of servers:
• Active servers: these servers were executing a bench-
mark that generates a CPU intensive workload.
• Turned-off servers: these servers were electrically
turned off.
We defined two configurations: an “heavy-load” configu-
ration with 48 active servers and 0 turned-off servers, and
“medium-load” configuration configuration with 24 active
servers (servers with an even number) and 24 turned-off servers
(servers with an odd number).
We tried several combinations of the Cooling Temperature
Target and Air supply Temperature Target: the CCS’s config-
uration was set to use these values. Each of combination has
been tried in both the “heavy-load” and the “medium-load”
configuration: we let the cluster in the chosen configuration for
one hour, and then measured the overall power consumption
of the CCS. Each experiment was repeated at least 4 times.
Between each run of an experiment, we have implemented a
pause step, where the CCS was configured back to its default
settings (Cooling Temperature Target set to 23◦C and Air
supply Temperature Target set to 20◦C), and all the servers
were turned off until the overall temperature inside racks was
under 26◦C. Once the racks were cool enough, the CCS was
programatically (via an SNMP API) setup to use the two
cooling parameters required by the next experiment, and then
the next experience would start.
2) Results: Figure 6 plots the cumulated power consump-
tion of the CCS depending on the cooling parameters in-
troduced in Section III-B1 in the case of a “medium-load”
configuration. First, it is noticeable that as the Air supply
Temperature Target increases, the overall power consumption
of the CCS decreases: when it is set to 20◦C, all the cumulated
power consumption are over 2500 Wh, while they are lower
than 2000 Wh when the air supply is set to be at 26◦C,
which corresponds to a decrease of 20%. Second, an high
value for Cooling Temperature Target parameter seems also
to have an impact on the overall power consumption of the
CCS, as setting the Cooling Temperature Target to 31 ◦C leads
to a power consumption that is more than 130 Wh over the
consumption with lower Cooling Temperature Target values.
We explain this observation by the fact that an important
Cooling Temperature Target value creates hot spots in the hot
aisle, which are detected by some of the many CCS’s sensors
and leads to an additional functioning of the CCS.
Figure 6. Central cooling consumption depending of temperature targets
(“medium-load” configuration)
On the other hand, in the “heavy-load” configuration the
results of the different strategies are closer. As illustrated in
Figure 7, changing the values of Air supply Temperature Target
and Cooling Temperature Target parameters does not seem
to have an impact over the consumption of the CCS. We
explain this observation by the fact that 48 active servers are
an important source of heat, which requires the CCS to work
continuously to maintain the target temperature, whichever
cooling strategy has been used.
Figure 7. Central cooling consumption depending of temperature targets
(“heavy-load” configuration)
This second experimental campaign shows the experimen-
tal potential enabled by the the SeDuCe testbed: users can
get access to thermal and power data produced during the
functioning of the testbed, and they can also parameterize
the configuration of the CCS. Thus, the SeDuCe testbed can
help reasearchers working on the cooling of datacenters to
design experiments with a fine-grained-control on experimental
conditions.
IV. FUTURE WORK
In this article, a first version of the SeDuCe testbed
has been presented. In its current state, the SeDuCe testbed
provides its users with an access to the thermal and power
data generated during its functioning, and users can use this
data in their work, such as studying the thermal profile of a
software, or building energy efficient placement strategies. We
currently see two areas of progress : one is related adding new
energetic capabilities to the testbed, while the second is related
to improving the precision of our thermal measurements.
Regarding the addition of new energetic capabilities to
the testbed, during the next phase of building of the SeDuCe
testbed (summer 2018), several solar panels will be installed
on the roof of one building at IMT Atlantique. The energy
produced by the solar panels will be used, either for supplying
electricity to the testbed or for storage in batteries.Integrating
these sources of renewable energy in the existing testbed will
be a challenge, as we would like our users to be able to
control, via an API, how the energy produced by solar panels
is used, and to dynamically decide what quantity will be used
by the testbed and what quantity will be stored in batteries.
We think that these new capabilities will enable researchers
to have access to all the elements required to experimentally
study energy efficient placement strategies in datacenters.
In [11], we highlighted the fact that the accuracy of
DS18B20 was not satisfactory enough in the cold aisle. Re-
garding the objective of improving the precision of the thermal
measurements, we are currently investigating the addition of
new temperature sensors based on the thermocouple approach.
We have designed a prototype of an electronic card that
embeds several thermocouples lines. We are working with
some electronic assemblers to manufacture the cards and plan
to install few of them in the cluster within September 2018.
V. CONCLUSION
In this article we have presented our initial work on
building the SeDuCe testbed, a scientific testbed that targets
research related to power and thermal management in data-
centers, and which is integrated in Grid’5000 infrastructure as
the new “ecotype” cluster. We have described the architecture
of the testbed, which is built on buses of sensors, storage of
power and thermal metrics in a time series oriented database
(InfluxDB) and an user friendly web portal and a documented
API. We have also detailed the components used in this first
version of the SeDuCe testbed. We have illustrated the rele-
vance of the SeDuCe testbed by performing two experimental
campaigns that use the data produced by the testbed: the
first experiment consisted in reproducing an existing scientific
result, while the purpose of the second experiment was to
illustrate the fine-grained-control that users of the SeDuCe
testbed have over experimental conditions. Future work will
focus on two areas: adding renewable energy capabilities to the
SeDuCe testbed, and improving the precision of temperature
sensors.
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